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6.3   Power supply remote operation
When the remote part on indoor unit PCB is modified, the air conditioner is turned ON-OFF by power supply ON-OFF operation

without using remote control switch.

After the power supply remote operation, the operation contents can be modified by the remote controller.

(1) Operation contents

(2) Modification method

Solder the high-speed switching diode (manufacturer: Matsushita, Manufacture type No.:  MA165) to “Remote” part on the PCB

in the direction as shown in the diagram below.
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